Corvallis School District

Radon Testing Results

e The EPA's recommended action level for radon is 4 pCi/L and will require mitigation by the district, followed by retesting.

¢ [X number] of spike tests were conducted to ensure the integrity of the testing process and all spike tests passed

satisfactorily.

Room Description

Site Name o ear Kit Serial # Date Sampled Results (pCi/L)
Harding Center OFF 4882411 1/31/2020 13
Harding Center OFF-REC 4902287 1/31/2020 1.3
Harding Center OFF 4902181 1/31/2020 15
Harding Center OFF-DUP 4902381 1/31/2020 14
Harding Center 7 4902436 1/31/2020 19
Harding Center 5 4882264 1/31/2020 2.4
Harding Center 3 4885977 1/31/2020 2.4
Harding Center 1 4902593 1/31/2020 0.5
Harding Center 1 BLK 4882022 1/31/2020 0.2
Harding Center GYM 4882171 1/31/2020 0.7
Harding Center GYM 4902420 1/31/2020 0.2
Harding Center GYM 4902135 1/31/2020 0.7
Harding Center GYM 4882485 1/31/2020 0.6
Harding Center GYM-BLK 4902356 1/31/2020 0.2
Harding Center 2 4885859 1/31/2020 0.2
Harding Center 4 4902103 1/31/2020 0.8
Harding Center 9 4882462 1/31/2020 1.7
Harding Center 11 4902518 1/31/2020 0.9
Harding Center 13 4882376 1/31/2020 0.7
Harding Center 13 DUP 4886235 1/31/2020 0.8
Harding Center 14 4885918 1/31/2020 1.0
Harding Center 12 4886048 1/31/2020 1.6
Harding Center 10 4882102 1/31/2020 2.8
Harding Center 30 4882228 1/31/2020 1.3
Harding Center 30-DUP 4882160 1/31/2020 15
Harding Center 21 4902189 1/31/2020 1.3
Harding Center KITCHEN 4902329 1/31/2020 13
Harding Center 22 4902457 1/31/2020 0.4
Harding Center 20 4882396 1/31/2020 0.5
Harding Center 18 4902223 1/31/2020 11
Harding Center 16 490216 1/31/2020 0.6
Harding Center 16 DUP 4882476 1/31/2020 0.8
Harding Center 26 4902220 1/31/2020 0.8




